2007 Glitch Code Change Proposals
Electrical TAC

	Mod
	Proponent
	Section
	Summary
	Comment

	
	Glitch
	
	
	

	
	
	Building
	
	

	3014
	Mo Madani
	2705
	Modifies NFPA 70-05 Section 680.26.
	AM

	
	
	Existing Building
	
	

	2875
	Mo Madani
	507.1
	Refers to the Building volume for electrical wiring.
	AS

	3224
	Joseph Belcher
	507.1
	Revises to remove the 2nd and 3rd exception.
	AS

	
	
	Residential
	
	

	3015
	Mo Madani
	E3304
	Modifies NFPA 70A-05 Section 680.26.
	AM

	
	
	
	
	

	
	Not a Glitch
	
	
	

	
	
	Building
	
	

	3247
	Oriole Haage
	608.1
	Deletes 608.1 and changes 608.1.1 to 608.1
	After June 2008

	
	
	
	
	

	
	No Recommendation Provided by TAC
	
	
	

	2984
	Tarry Baker
	Ch 35
	Updates NFPA 70 to 2008
	NAR

	2985
	Tarry Baker
	Ch 43
	Updates NFPA 70 and 70A to 2008
	NAR

	
	
	
	
	

	
	Broward County Resolution
	
	
	

	
	12 comments in support.
	Ch 35 
Ch 43
	Adopts 2008 NEC.
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